











SMITH® JAY R.

CUSTOMER
DRIVEN

SMITH MFG. CO.°

DIVISION OF SMITH INDUSTRIES, INC.
POST OFFICE BOX 3237

MONTGOMERY, ALABAMA 36109-0237 (USA)

TEL: 334-277-8520 FAX: 334-272-7396 www.jrsmith.com

Sy LOCATION

& DN

DRAWING NUMBER
S0710

SIZE

A

WE CAN ASSUME NO RESPONSIBILITY FOR USE OF SUPERSEDED OR VOID DATA

NONE

SCALE:

12/29/00

DATE:

AM

APPROVED BY:

CR

CHECKED BY:

JJ

DRAWN BY:

0710

DIMENSIONS ARE SUBJECT TO MANUFACTURERS TOLERANCE AND CHANGE WITHOUT NOTICE

LABOR SAVER® LAVATORY SUPPORTS

41/4" (110) Lf

FLOOR MOUNTED TYPE WITH CONCEALED ARMS

—=  =—*33/4(95)

1 (25) —= =

1

:

"Sure-Set"
B Locking Device A

Leveling Screws —

S~ Finished Wall

Finished FIoor\

L1
3 (76) J -

Fig. 0710 ... FOR HIGH BACK LAVATORIES (shown)

NOTE: The rough-in dimensions listed on this

drawing are based on current information available

to Jay R. Smith by the fixture manufacturers. We
recommend that you verify these dimensions with
the fixture manufacturer. We will not accept
responsibility for rough-in dimension changes by
the fixture manufacturer.

NOTE: *This dimension can be increased when

~— 21 5/8 (547) —=
=18 (455) —=|

(8) 5/8 (16) Dia.
=i 1438 (365) =

Anchor Holes

‘L1 7/8 (48) Typ.
9/16 (14) Typ.

| L
»‘ 13 (330) L

FIGURE
NUMBER

fixture support is to be installed behind the wall. - 23 (585) Finished wall
(Specify when required and wall thickness).
BASE DETAIL
NOTE: Dimensions shown in
parentheses are in millimeters.
ROUGH-IN TABLE
FIXTURE MFG. NAME NUMBER SIZE
A B (o E F G J K
WEIGHT VOLUME
C 07/23/08 Revised Plate Configuration JJ CL POUNDS CUBIC FEET FIGURE NUMBER
B 11/06/02 |Changed ﬁer George Flegel JJ AM
A_| 12/19/01_|Changed Hole Size in Base 3| Awm 071 0
REV. DATE DESCRIPTION BY CKD. BY




SMITH® JAY R. o SCATION
SMITH MFG. CO.* (L)

o \\\W RNITAS
TNGTITUTE GRS
DIVISION OF SMITH INDUSTRIES, INC. / \§‘ 4
POST OFFICE BOX 3237 |
MONTGOMERY, ALABAMA 36109-0237 (USA)
o ER TEL:334-277-8520 FAX:334-272-7396 www.jrsmith.com
DRIVEN

$0710 (-27)

DRAWING NUMBER

SIZE

A

WE CAN ASSUME NO RESPONSIBILITY FOR USE OF SUPERSEDED OR VOID DATA

NONE

SCALE:

07/11/01

DATE:

AM

APPROVED BY:

CHECKED BY:
CR

BY:
JJ

DIMENSIONS ARE SUBJECT TO MANUFACTURERS TOLERANCE AND CHANGE WITHOUT NOTICE

0710 (-27) [

FIGURE
NUMBER

WITH CONCEALED ARMS

FOR FLAT SLAB WHEELCHAIR PATIENTS LAVATORY

-~ 18 (455) —=

*3 3/4 (95) /] 3=
( ) H D <E’<—F4> - K o ©

J;_7 e N _ N N

[ |

\ Locking Device A

B \\Leveling Screws -+ | & U
|
Finished Wall \ C
| Finished Floor J Arm Length
1 R

3(76) J L

Fig. 0710 (-27) ... FOR HIGH BACK LAVATORIES (shown)

NOTE: The rough-in dimensions listed on this ~— 21 5/8 (547) —=

drawing are based on current information available

to Jay R. Smith by the fixture manufacturers. We “7 18 (455) 4" (8) 5/8 (16) Dia.
recommend that you verify these dimensions with ?‘ 14 3/8 (365) h Anchor Holes
the fixture manufacturer. We will not accept + ‘ i

responsibility for rough-in dimension changes by —

e

| 1 Ly s (48) Typ.
13 (330) L 9/16 (14) Typ.

the fixture manufacturer.

NOTE: *This dimension includes a wall thickness
of 1/2". For greater wall thickness, specify centerline ——
of upright to finished wall dimension.

23 (585) Finished wall
NOTE: Dlmenspns s'h.own in BASE DETAIL
parentheses are in millimeters.
ROUGHING-IN TABLE
FIXTURE MFG. NAME NUMBER SIZE

D 07/22/08 Revised Plate Configuration JJ CL WEIGHT VOLUME FIGURE NUMBER

o 12/09/02 Revised J)er George Flegel JJ AM POUNDS CUBIC FEET

B 7/16/02 Changed Fig. 0700 to 0710 RN AM

A | 12/19/01__|Changed Hole Size in Base JJ AM 071 0 (_27)
REV. DATE DESCRIPTION BY CKD. BY




SMITH® JAY R. LOCATION

SMITH MFG. CO.°

/‘ N /
DIVISION OF SMITH INDUSTRIES, INC. 4 A N \ /
POST OFFICE BOX 3237 s f—1 =
MONTGOMERY, ALABAMA 36109-0237 (USA)
cusTOMER | TEL:334-277-8520 FAX:334-272-7396  www.jrsmith.com  dmm B
DRIVEN " Rather TV

3
.

RSP

DRAWING NUMBER
S0710D

SIZE

A

WE CAN ASSUME NO RESPONSIBILITY FOR USE OF SUPERSEDED OR VOID DATA

NONE

SCALE:

06/03/02

DATE:

AM

APPROVED BY:

CHECKED BY:
CR

JJ

DRAWN BY:

0710D

DIMENSIONS ARE SUBJECT TO MANUFACTURERS TOLERANCE AND CHANGE WITHOUT NOTICE

LABOR SAVER® LAVATORY SUPPORTS

re \\\ FLOOR MOUNTED TYPE WITH CONCEALED ARMS

/A
,/ q ~—1(25)
/ ——*71/2" (190)
1
l‘
\ q —W\WE4’+F*T K
|
N\ N — ([ R el St | o
~_] T iy P e il )
L S R
| |
H -7 : o -
| "Sure-Set"
B Locking Device A
| Leveling Screws —
™ Finished Wall
‘ Finished Floor
=a== ST 777777777 7777777777777 7
3(76) »‘ ‘« J Arm Length
Fig. 0710D.....FOR BACK TO BACK SUPPORT
NOTE: The rough-in dimensions listed on this - 21 5/8 (547) —=
drawing are based on current information available
to Jay R. Smith by the fixture manufacturers. We ‘ 18 (455) ‘ (8) 5/8 (16) Dia.
recommend that you verify these dimensions with w‘ 14 3/8 (365) ’«r Anchor Holes
the fixture manufacturer. We will not accept + ‘ i !
responsibility for rough-in dimension changes by e V‘
the fixture manufacturer. ‘L
|
NOTE: *This dimension can be increased when 17/8 (48) Typ.
required. (Specify wall thickness). —= 13(330) ~— 9/16 (14) Typ.
23 (585 ini
NOTE: Dimensions shown in ( ) Finished wall
parentheses are in millimeters. BASE DETAIL
ROUGH-IN TABLE
FIXTURE MFG. NAME NUMBER L SIZE
A B ‘ C D E F G J K

\m | |

FIGURE
NUMBER

WEIGHT VOLUME
C 07/22/08 Revised Plate Configuration JJ CL POUNDS CUBIC FEET FIGURE NUMBER
B 11/06/02 Changed per George Flegel JJ AM
A 6-25-02 Revised 5/16 Stud to 5/16 Bolts RN AM 071 O D
REV. DATE DESCRIPTION BY CKD. BY




S0760

DRAWING NUMBER

SMITH® JAY R.
SMITH MFG. CO.°

DIVISION OF SMITH INDUSTRIES, INC.
POST OFFICE BOX 3237 |
MONTGOMERY, ALABAMA 36109-0237 (USA)

CUSTOMER
DRIVEN

R
TEL: 334-277-8520 FAX: 334-272-7396 www.jrsmith.com N

LOCATION

SIZE
A

NONE

SCALE:

04/04/01

DATE:

LABOR SAVER™ LAVATORY SUPPORTS

APPROVED BY:
AM

CHECKED BY:
CR

JJ

DRAWN BY:

% FLOOR MOUNTED TYPE WITH EXPOSED ARMS
S
g 112 ~—18 (455) —=
38

% (38) j \
s ‘ Toggle Bolt
g 21/2 (64) Std —=H| [=—
o - B \ c
& 11/4 (32)—~i|1+1 5
& q ¢ - 11/2 (38) —t ‘«
5 % I e L 41/4 (110)
£ C.P.Cap ek ARS-19) Q== ‘
= Nuts and %E O = Y
g Washers 11/8 2 1/8 (54) J T T
5 1129
& Leveling
g ‘ Screw A
b4
\
2 |1 \“Finished Wall
S Finished Floor
= Ll \\ 1 1 1 l—:—| 1

»‘ [ ‘«

Fig. 0760 . . .WITH ACID RESISTANT COATED EXPOSED ARMS

FOR FLAT SLAB AND HIGH BACK LAVATORIES.

NOTE: The rough-in dimensions listed on this
drawing are based on current information available
to Jay R. Smith by the fixture manufacturers. We
recommend that you verify these dimensions with
the fixture manufacturer. We will not accept

(2) 1 11/32 (34)
Dia. Holes for
Supply Lines

- 215/8(547) —=
——| 14 3/8 (365) r

(8) 5/8 (16) Dia.
Anchor Holes

!

responsibility for rough-in dimension changes by
the fixture manufacturer.

3" @e)bOC O o o0

NOTE: *This dimension can be increased when
fixture support is to be installed behind the wall.
(Specify when required and wall thickness).

AL1 7/8 (48) Typ.
9/16 (14) Typ.

J
-~ 23(585) — =
2 (51) x 5 1/2 (140)

0760

DIMENSIONS ARE SUBJECT TO MANUFACTURERS TOLERANCE AND CHANGE WITHOUT NOTICE

FIGURE
NUMBER

Cutout for Drain/Vent Finished wall
NOTE: Dimensions shown in utout tor Drain/vVen
parenthesis are in millimeters. Piping TOP AND BASE DETAIL
ROUGH-IN TABLE
FIXTURE MFG. NAME NUMBER SIZE A B (o D
WEIGHT VOLUME FIGURE NUMBER

C 11/07/02 | Changed per George Flegel JJ AM POUNDS CUBIC FEET

B 12/19/01 Changed Hole Size in Base JJ AM

A 11/06/01 Inside wall (washer/nut/washer) JJ AM 076 0
REV. DATE DESCRIPTION BY CKD. BY




S0762

DRAWING NUMBER

SMITH® JAY R.
SMITH MFG. CO.°

DIVISION OF SMITH INDUSTRIES, INC.
POST OFFICE BOX 3237 l
MONTGOMERY, ALABAMA 36109-0237 (USA)

D
CoSTOMER | TEL:334-277-8520 FAX:334-272-7396  www.jrsmith.com
DRIVEN

LOCATION

NS ARD Ok,
& "'o

Q ) Q
U

sl
S\t
TisTITuTE 0] \\N\\ )
W £

SIZE
A

NONE

SCALE:

04/09/01

DATE:

AM

APPROVED BY:

CHECKED BY:
CR

JJ

DRAWN BY:

0762

DIMENSIONS ARE SUBJECT TO MANUFACTURERS TOLERANCE AND CHANGE WITHOUT NOTICE

FIGURE
NUMBER

WE CAN ASSUME NO RESPONSIBILITY FOR USE OF SUPERSEDED OR VOID DATA

LABOR SAVER™ LAVATORY SUPPORTS

11/2 (38)»@«

FLOOR MOUNTED TYPE WITH EXPOSED ARMS

~——18 (455) — =

NOTE: The rough-in dimensions listed on this
drawing are based on current information available
to Jay R. Smith by the fixture manufacturers. We
recommend that you verify these dimensions with

*21/2 (64) Std.—F [ |[=— 1T = 11
1/4 (6) Set Screw
11/4@2) =)\T-—08 13/8 (35) —|| (=— c
I *D’
——||=—1/2 (13)
C.P.Cap — 1¢ ¢ M ‘ ‘
Nuts and b ¢ [ Iwoms 0=
Wasrors [} Jj@ﬁ E 4;/4(110)
11/8 9/16 T T
21/8 (54
11 29) (14) (54)
‘ Leveling
Screw
‘ \FinishedWaII
Finished FIoorX
1L N H
3(76) | |=—

Fig. 0762 ... WITH OFFSET ARMS FOR HIGH BACK
ENAMELED IRON LAVATORIES

- 215/8(547) ——
14 3/8 (365)

(2) 1 11/32 (34)
Dia. Holes for

(8) 5/8 (16) Dia.
Anchor Holes

the fixture manufacturer. We will not accept ;
responsibility for rough-in dimension changes by Supply Lines \ + ) — > *
the fixture manufacturer. 3" (76) |, O o \O[ 10 . O ‘L
f i
NOTE: *This dimension can be increased 1 17/8 (48) Typ.
when required(Specify wall thickness). 23 (585) - = 9/16 (14) Typ.
2 (51) x5 1/2 (140) i
NOTE: Dimensions shown in Cutout for Drain/Vent Finished wall
parenthesis are in millimeters. Piping TOP AND BASE DETAIL
ROUGH-IN TABLE
FIXTURE MFG. NAME ‘ NUMBER SIZE J A B c D
WEIGHT VOLUME FIGURE NUMBER
o 11/08/02 |Changed per George Flegel JJ AM POUNDS CUBIC FEET
B 12/19/01 |Changed Hole Size in Base JJ AM
A 11/06/01 Inside wall (washer/nut/washer) JJ AM 0762
REV. DATE DESCRIPTION BY CKD. BY




SMITH® JAY R.

o‘\‘\“umnn.w"

o DN Q
CuEwere) ;\\\\\\n‘ ;
\\\'\' RE

LOCATION

[a] SMITH MFG CO® r® o\ 7
DIVISION OF SMITH INDUSTRIES, INC. NN
POST OFFICE BOX 3237 ] N 1) 2
MONTGOMERY, ALABAMA 36109-0237 (USA) -
CUSTOMER TEL: 334-277-8520 FAX: 334-272-7396 www.jrsmith.com MEMBER OF: 6’%”
DRIVEN 'Rather ™
™
i} LABOR SAVER™ LAVATORY SUPPORTS
|_|_| -
<3
KA E FLOOR MOUNTED TYPE WITH CONCEALED HANGERS
S
3 >
g & .
a 8 . 2 (51) MIN
A ‘ = *5(125) MAX ~——18 (455) — =
S a 11/2 (38) = =
N |2 L s
% =ﬂ=3\ T T N — 7
w
° | Hanger Furnished ‘
wl8 ‘ With Fixture E
CZ) ol ‘ N \
- J -D ‘
4 2 i\ ‘ ﬂ
2 Hp
5 o o 0 OO ]/ oo o,
& T\ !
W Noee oo ﬂ
[=1 o N s
S |z J U
M E N
N
MR é N . A B
5 z N Finished Wall
a < N
o N
= \
.. Finished Floor
>
g = j\ —T1—1
w < == i =
o
g 3(76)— |=—
< s}
=
% Fig. 0801 ... FOR HIGH BACK LAVATORIES WITH CONCEALED HANGER
2
3 o
T NOTE: *This dimension can be increased when fixture (547) —=— :
o3 . ; ; f (2) 1 11/32 (34) (8) 5/8 (16) Dia.
4 w support is to be installed behind the wall (specify when Dia. Holes for (365) Anchor Hol
o3 Z required and wall thickness). 1a. " nchor Holes
i : Supply Lines 1
S = NOTE: Dimensions shown in 3" (76) |, O : ‘O[ﬁO SEI
x parentheses are in millimeters. * - L ‘L1 7/8 (48) T
Q yp.
P4
. & NOTE: The rough-in dimensions listed on this 9/16 (14) Tvp.
o3 g drawing are based on current information available 2 (51) x 5 1/2 (140 23 (585) o (14) Ty
é =] toJay R. Smith by the fixture manufacturers. We Clgtozltxfor Dra?nNe)nt Finished wall
=z & recommend that you verify these dimensions with
o« i o
o S| the fixture manufacturer. We will not accept Piping TOP AND BASE DETAIL
Q responsibility for rough-in dimension changes by
5 the fixture manufacturer.
Z
s
o
~
|5
Ol ROUGH-IN TABLE
%)
w g FIXTURE MFG. NAME ‘ NUMBER ‘ SIZE A B D E
| | ||! | |ﬂ
o
9]
2 |
w
s
o
D 5-5-03 Revised Table TBW AM WEIGHT VOLUME Fl RE NUMBER
= Cc 11/08/02 Changed per George Flegel JJ AM POUNDS  |CUBIC FEET GU u
W g B 12/19/01 Changed Hole Size in Base JJ AM
z g A 09/19/01 Inserted new universal plate JJ AM
22 REV. DATE DESCRIPTION BY | ckp.BY




SMITH® JAY R. LOCATION

SMITH MFG. CO.°

DIVISION OF SMITH INDUSTRIES, INC. 4
POST OFFICE BOX 3237 I

MONTGOMERY, ALABAMA 36109-0237 (USA)

CoSTOMER | TEL:334-277-8520 FAX:334-272-7396  www.jrsmith.com

DRIVEN

S0831

DRAWING NUMBER

SIZE

A

WE CAN ASSUME NO RESPONSIBILITY FOR USE OF SUPERSEDED OR VOID DATA

NONE

SCALE:

04/11/01

DATE:

APPROVED BY:
AM

CHECKED BY:
CR

JJ

DRAWN BY:

0831

DIMENSIONS ARE SUBJECT TO MANUFACTURERS TOLERANCE AND CHANGE WITHOUT NOTICE

FIGURE
NUMBER

LABOR SAVER™ ELECTRIC WATER COOLER SUPPORTS

FLOOR MOUNTED TYPE

e (38)1‘««*2 (51) MIN ‘Fm (459) a‘
i ! L

1T T =TT 1

‘ (4) 1/4 (6) Support
Studs

| Finished Wall E
Finished Floor
s

LS"(76) o o

Fig. 0831... FOR WALL MOUNTED ELECTRIC WATER COOLERS

e e e e
>
vs)
-

—

NOTE: The rough-in dimensions listed on this —~— 215/8 (547) ——

drawing are based on current information available (2) 111/32 (34) e 143/8 (365 (8) 5/8 (16) Dia.
to Jay R. Smith by the fixture manufacturers. We Dia. Holes for (365) Anchor Holes
recommend that you verify these dimensions with Supply Lines 1
the fixture manufacturer. We will not accept 3" (76 ‘='rﬁ o)
responsibility for rough-in dimension changes by (* ) © O 2 — < O AL
the fixture manufacturer. 1 1 7/8 (48) Typ.
NOTE: *This dimension can be increased when —-—— 23 (585) —— 9/16 (14) Typ.
fixture support is to be installed behind the wall. 2 (51) x51/2 (140) Finished wall
(Specify when required and wall thickness). Cutout for Drain/Vent
Piping TOP AND BASE DETAIL
NOTE: Dimensions shown in
parentheses are in millimeters.
ROUGH-IN TABLE
FIXTURE MFG. NAME NUMBER SIZE A B D E F
WEIGHT VOLUME FIGURE NUMBER
E 11/08/02 Changed per George Flegel JJ AM
b | 080502 |Changed b 1/2" Dim. to 27 JJ AmM  |POUNDS  |CUBIC FEET
C | 71002 |Changed “E" & Chart Size RN AM 0 83 1
REV. DATE DESCRIPTION BY CKD.BY




C

LOCATION

SMITH® JAY R.
N Wl I .
SMITH MFG. CO.? < v e
/L A SN

s © WSk
DIVISION OF SMITH INDUSTRIES, INC. N2
POST OFFICE BOX 3237 zs
MONTGOMERY, ALABAMA 36109-0237 (USA) gw
CUSTOMER TEL: 334-277-8520 FAX: 334-272-7396 www.jrsmith.com Yz ® MEMBER OF: g S
DRIVEN " e

50923, 0924 (B)

DRAWING NUMBER

SIZE

A

WE CAN ASSUME NO RESPONSIBILITY FOR USE OF SUPERSEDED OR VOID DATA

NONE

SCALE:

03/29/01

DATE:

APPROVED BY:
AM

CHECKED BY:
CR

N BY:
JJ

DIMENSIONS ARE SUBJECT TO MANUFACTURERS TOLERANCE AND CHANGE WITHOUT NOTICE

0923, 0924 [

FIGURE
NUMBER

LABOR SAVER™ HEAVY DUTY FIXTURE SUPPORT

FLOOR MOUNTED TYPE FOR SURGICAL SCRUB UP & FLUSHING RIM SINK

O" [——
21/4 (57)*‘ -

11/2 (38)»‘ Lt

O-Ring Gasket

~—Closet Outlet T (4) 5/8 (16) Studs | |
Gasket C.P.Cap Nuts

Adj. Threaded
Coupling
Lock Nut

NOTE: The rough-in dimensions listed on this
drawing are based on current information available
to Jay R. Smith by the fixture manufacturers. We
recommend that you verify these dimensions with
the fixture manufacturer. We will not accept
responsibility for rough-in dimension changes by
the fixture manufacturer.

Finished

Floor \\
[ [

NOTE: The water closet gasket regularly furnished

s = s o s s i B

is made of molded neoprene and designed to fit ==
water closet outlet dimensions and configurations »\ \«3 (76)
shown in ANSI Standard A112.19.2M-1982, Figure

13B. If gasket is not found to be compatible to fixture

due to nonconformance of said fixture to ANSI (2) 1 11/32 (34)
A112.19.2M, then fixture manufacturer shall be Dia. Holes for
consulted for a suitable gasket recommendation. ’

- 215/8(547) — =
14 3/8 (365)

(8) 5/8 (16) Dia.
Anchor Holes

Jay R. Smith assumes no liability for connections to Supply Lines i
fixtures which do not conform to these standards. 3" (76) |2 O 2 ‘Or—]o ZD
NOTE: Dimensior?s shoyvn ir) . * A AL1 7/8 (48) Typ.
parenthesis are in millimeters.
~— 23(585) —= 9/16 (14) Typ.
2 (51) x5 1/2 (140) Finished wall
Cutout for Drain/Vent
Piping TOP AND BASE DETAIL
Fig.0923......... 3" (80) OUTLET CONNECTION
Fig.0924......... 4" (100) OUTLET CONNECTION OFQIZGB 3§|ZBE) 263/,\4/”'\;0 493/|\4A(A1);O)
Fig. 0923 & 0924. .. WITH SUPPORTING STUD AND ADJUSTABLE COUPLING e (80) (70)
FOR BACK OUTLET FLUSHING RIM SERVICE SINK 0924 |4" (100)] 1 (25) 3 (76)
ROUGH-IN TABLE
FIXTURE MFG. NAME NUMBER SIZE A B (o]

@ This Dimension Can be Increased When Fixture Support is to be Installed Behind the Wall (Specify When Required and Wall Thickness).

WEIGHT VOLUME
o 11/08/02 Changed per George Flegel JJ AM POUNDS CUBIC FEET FIGURE NUMBER
B 08/05/02 Added Stud Connection to Plate JJ AM
A 12/19/01 Changed Hole Size in Base JJ AM 0923 0924
REV. DATE DESCRIPTION BY CKD.BY J




SMITH® JAY R. ST 0, LOCATION

SMITH MFG. CO.° Vi)

J
DIVISION OF SMITH INDUSTRIES, INC.
POST OFFICE BOX 3237
MONTGOMERY, ALABAMA 36109-0237 (USA) %)
CoSTOMER  TEL:334-277-8520 FAX:334-272-7396  www.jrsmith.com

INTITUTE ® W XY,
N,

MEMBER OF:

$0925 (B)

DRAWING NUMBER

A

SIZE
WE CAN ASSUME NO RESPONSIBILITY FOR USE OF SUPERSEDED OR VOID DATA

NONE

SCALE:

04/03/01

DATE:

APPROVED BY:
AM

CHECKED BY:
CR

JJ

DRAWN BY:

0925

DIMENSIONS ARE SUBJECT TO MANUFACTURERS TOLERANCE AND CHANGE WITHOUT NOTICE

LABOR SAVER™ HEAVY DUTY FIXTURE SUPPORT
FLOOR MOUNTED

WITH SUPPORTING STUDS, ADJUSTABLE COUPLING AND WASTE FITTING

11/2 (38)——| [=—
%9 L@« 3 (76) MIN ~——18 (455)——
4 1/2 (115) MAX

I L \

(4) 5/8 (16) Studs -
,,,,,,, C.P.Cap Nuts ] | ‘

1
I . &Washers P N
|
|
il

4 3/4 (120) —= =

NOTE: The rough-in dimensions listed

on this drawing are based on current
information available to Jay R. Smith by
the fixture manufacturers. We recommend
that you verify these dimensions with the
fixture manufacturer. We will not accept
responsibility for rough-in dimension
changes by the fixture manufacturer.

C

\: . Fiished L
inishe Floor Pipe Size
Wall N |

|
NOTE: Dimensions shown in L 1], —t i
parentheses are in millimeters. 3(76)—— |=— T \ Y
® This dimension can be increased Fig. 0925 ... WITH SUPPORTING STUDS, ADJUSTABLE
when fixture support is to be installed COUPLING AND WASTE FITTING 4" (100) CAULK AND
behind the wall (specify when required 4" (100) VENT FOR BACK OUTLET FLUSHING RIM SERVICE SINK

and wall thickness.)

*SPECIFY SIZE AND TYPE OF FITTING 21 5/8 (547) —

(2) 1 11/32 (34) (8) 5/8 (16) Dia.

i —| 14 3/8 (365)
The water closet gasket regularly furnished is gla' ITOIES for + Anchor Holes
made of molded neoprene and designed to fit upply Lines . > 5 *
water closet outlet dimensions and configurations 3" (76) o El o ‘O%O o D

shown in ANSI Standard A112.19.2M-1982, * A ‘L
Figure 13B. If gasket is not found to be compatible 17/8 (48) Typ.
to fixture due to noncomformance of said fixture 23 (585) 9/16 (14) Typ.
to ANSI A112.19.2M, then fixture manufacturer 2 (51) x 5 1/2 (140) Finished wall
shall be consulted for a suitable gasket Cutout for Drain/Vent Inished wa
recommendation. Jay R. Smith assumes no . TOP AND BASE DETAIL
liability for connections to fixtures which do not Piping
conform to these standards.
ROUGHING-IN TABLE
FIXTURE MFG. NAME NUMBER SIZE A B C

I | I |

] ﬂ ] |[ I I I

| [ | I | I| I

FIGURE
NUMBER

WEIGHT VOLUME FI RE NUMBER
C 11/08/02 Changed per George Flegel JJ AM POUNDS CUBIC FEET GU u
B 08/05/02 Added Stud Connection to Plate JJ AM
A_| 12/19/01 _|Changed Hole Size in Base JJ AM 092 5
REV. DATE DESCRIPTION BY CKD.BY
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