
RAINWATER HARVESTING SYSTEM DETAIL

TWO TANK SYSTEM WITH SUBMERSIBLE PUMP, PRESSURE TANK & PURIFICATION KIT.
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Overflow goes from the first tank to 
the second, and from the second tank 
to further stormwater treatment. Pipes
must be the same size as the inlet.
Pressure tank with tank tee, pressure
switch and pressure gauge.

Balancing line
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1 Rainwater collection point (roof drains,
gutters, etc.)

2 Rainwater enters the vortex filter and
is processed. (Possible 90% diverted
to storage tank.)

3 Remaining water from vortex filter to 
overflow.

4 Smoothing Inlet - stainless steel "flow-
calming" device to eliminate
turbulence of the incoming water as it 
enters the tank.
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Grade

RH-17

NOT TO SCALE

Below grade
concrete vault

UV
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Vent (size 
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